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A7 CENERAL NOTES _ CONSTRUCTION STANDARD
GAS WARNING TAPE SHALL BE PLACED DIRECTLY OVER AND 12" ABOVE THE GAS MAIN. CITY UTILITIES
2 | GAS TRACER WIRE SHALL BE TAPED TO GAS MAIN. OF SPRINGFIELD, MISSOUR/
3 | FIBER OPTIC TRACER WIRE SHALL BE INSTALLED IN THE CONDUIT. CU FIBER CONDUIT
TYPICAL TRENCH CROSS SECTIOM
/S TO BE IN ACCORDANCE WITH CU FIBER SPECIFICATIONS.
JOINT TRENCH GAS &

4 | FIBER OPTIC WARNING TAPE SHALL BE DIRECTLY OVER FIBER OPTIC LINE AND NEXT TO CU FIBER OPTIC

GAS WARNING TAPE (12" ABOVE THE GAS MAIN).
5| GAS MAIN TO BE PLACED ON CURBSIDE OF TRENCH.
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