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EXISTING LATERAL WITH TEE
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EXISTING LATERAL TERMINATING UNDER PAVEMENT
OR LESS THAN ONE FOOT BEHIND CURB
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EXISTING LATERAL CAFPPED AT PROPER LOCATION

MATERIAL L/IST
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DESCRIPTION

ISTOCK NO|
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EXISTING  GAS' LATERAL
7 LATERAL SIZE 90° PLASTIC ELL
7 LATERAL SIZE PLASTIC TEE
AS'| LATERAL SIZE PLASTIC CAP
Pﬁ;@. LATERAL SIZE PLASTIC COUPLING

AS| SERVICE LINE PLASTIC PIPE
REQ.

NOTE: PLEASE REFER TO GS-212 FOR
EXCESS FLOW VALVE AND/OR SERVICE

VALVE INSTAL

LAT/ON.

Al 1/2 Ib ANODE 202000

A GENERAL NOTES CONSTRUCTION STANDARD
7 DIMENSION ONE FOOT OR GREATER. CITY UTILITIES

2 | DIMENSION LESS THAN ONE FOOT. OF SPRINGFIELD, MISSOUR/
3 | REMOVE IF POSSIBLE; IF NOT, CAP 3/4” LINE.

4 | TIE EXISITNG LOCATOR WIRE TO NEW LOCATOR WIRE. CONNECTION TO EXISTING

PLASTIC GAS LATERAL
5 | IF CONNECTING TO EXISTING ‘ALDYL” LATERAL USE 90° SPIGOT ELL AND ELECTROFUSION

COUPLINGS.
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