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INTERNATIONAL MECHANICAL CODE FOR MINIMUM DISTANCES REQUIRED BY THE

BUILDING CODE.

FEET. PREFERRED DISTANCE SHALL BE 10 FEET.
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2 | MINIMUM HORIZONTAL DISTANCE FROM GAS METER TO ELECTRIC METER, GENERATORS,




