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SPECIAL NOTE:

NOT FOR USE IN IP DISTRICTS
WITH PRESSURES BELOW 20 PSIG.
CONTACT GAS ENGINEERING FOR
ASSISTANCE.
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MATERIAL LIST

Q Qarr DESCRIPTION ISTOCK NO, O Qry STOCK NO.
7| 7| 3/4” ANODELESS RISER (SEE 6S—235) 10| 2| 1°%3” THREADED NIPPLE 206402
2| 1| 3/4” METER STOP WITH INSULATED UNION 17| 2| 1”7 METER cock 204070

SEE GS—235) s
12 | 4ol 17 BLACK PLUG 206464
3| 7| 3/4°12” THREADED NIPPLE. SEE NOTE /A | 206397 sl .
13 | bep| 17 INLET METER SWIVEL — INSULATED
4| 7| 341" SERVICE REGULATOR sl .,
(HP OR IP) WITH 1,/8” ORIFICE 207065 |14 |feo| 77 OUTLET METER SWIVEL — WITH 1/8" TAP
(LP) WITH 5/16” ORIFICE 207070
75 GAS METER
5| 1| 1%8” THREADED NIPPLE 206408
76 CUSTOMER PIPING
6 | 2| 1” THREADED ELL 206195
7| 1| 1°%6” THREADED NIPPLE 206406

8| 1| 1” THREADED TEE 206518
9 | 7| 1%12” THREADED NIPPLE 213073

A GENERAL NOTES CONSTRUCTION STANDARD
7 | PLUG UNUSED OUTLETS. CITY UTILITIES OF
2 | END OF CUSTOMER PIPING. SPRINGFIELD, MISSOUR/

3 | PIPING TO BE CLEARLY LABELED WITH METAL TAGS INDICATING ADDRESS OR UNIT
NUMBER.  NO METER SHALL BE SET UNTIL PROPER MARKING IS DONE. 175 OF 250 DIAPHRACH
4 | LENGTH MAY VARY TO ADJUST ELEVATION. DUAL METER SET
ALl PRESSURE DISTRICTS
5 | CONTACT GAS ENGINEERING TO ADD A THIRD METER.

LATEST REV. DATE

12/05/2006

STANDARD NC.
GS-305

PAGE:




